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CLEAR SPRINGS MEADOWS 2

237642
SPFEIL
2-26-24

UG SUBDIVISION

FM 758

Customer Install All Trench Work, Concrete Pads For
Primary Pull Boxes, Transformers &

Street Light Foundations
3-3" PVC Conduits for UG 3Ø
1-3" PVC Conduit for UG 1Ø

1 1/4" PVC Conduit for Street Lts
3" PVC Conduits for ALL Secondary

Provide NBU with 15' Easements
Along Frontage Lots

WL# WORK FUNCTION COMMENTS
1 NBU Install From Existing Primary Pull Box Run

225' 3Ø 4/0 UD Primary to WL4
2 NBU Install From Existing Trxfmr Run

85' 1Ø 350 UD Secondary to WL3
3 NBU Install 45' 1Ø 350 UD Secondary to WL4

Customer Install Secondary Pull Box
2-3" PVC Stub outs

4 NBU Install 3Ø 3PL Primary Pull box
362' 3Ø 4/0 UD Primary Wire to WL8

162' 1Ø 1/0 UD Primary Wire to WL127
OPEN POINT

Customer Install Secondary Pull Box
1-3" PVC Stub out

5 Customer Install Secondary Pull Box
2-3" PVC Stub outs

6 NBU Install 75kVA 1Ø 120/240 Trxfmr(A)
85' 1Ø 350 UD Secondary to WL5
45' 1Ø 350 UD Secondary to WL7

Customer Install 2-3" PVC Stub outs
7 Customer Install Secondary Pull Box

1-3" PVC Stub out
8 NBU Install 3Ø 3PL Primary Pull box

285' 3Ø 4/0 UD Primary Wire to WL11
165' 1Ø 1/0 UD Primary Wire to WL6
88' 1Ø 1/0 UD Primary Wire to WL9

185' 1Ø 1/0 UD Primary Wire to WL78
OPEN POINT

Customer Install Secondary Pull Box
2-3" PVC Stub outs

9 NBU Install 75kVA 1Ø 120/240 Trxfmr(B)
85' 1Ø 350 UD Secondary to WL8
85' 1Ø 350 UD Secondary to WL10

10 Customer Install Secondary Pull Box
2-3" PVC Stub outs

11 NBU Install 3Ø 3PL Primary Pull box
285' 3Ø 4/0 UD Primary Wire to WL14
88' 1Ø 1/0 UD Primary Wire to WL12
185' 1Ø 1/0 UD Primary Wire to WL48

Customer Install Secondary Pull Box
2-3" PVC Stub outs

12 NBU Install 75kVA 1Ø 120/240 Trxfmr( C )
85' 1Ø 350 UD Secondary to WL11
45' 1Ø 350 UD Secondary to WL13

Customer Install 2-3" PVC Stub outs
13 Customer Install Secondary Pull Box

1-3" PVC Stub out
14 NBU Install 3Ø 4PL Primary Pull box

96' 1Ø 1/0 UD Primary Wire to WL16
168' 1Ø 1/0 UD Primary Wire to WL18

3-3" PVC Conduits to WL134
3-3" PVC Conduits to WL135

15 Customer Install Secondary Pull Box
1-3" PVC Stub out

16 NBU Install 75kVA 1Ø 120/240 Trxfmr( A )
45' 1Ø 350 UD Secondary to WL15

2-3" PVC Stub outs
2-3" PVC Stub outs for Future Use

17 NBU Install 75' 1Ø 350 UD Secondary to WL45
Customer Install Secondary Pull Box

1-3" PVC Stub out
18 NBU Install 75kVA 1Ø 120/240 Trxfmr( B )

175' 1Ø 1/0 UD Primary Wire to WL21
45' 1Ø 350 UD Secondary to WL17
45' 1Ø 350 UD Secondary to WL19

Customer Install 2-3" PVC Stub outs
19 NBU Install 75' 1Ø 350 UD Secondary to WL44

Customer Install Secondary Pull Box
1-3" PVC Stub out

20 NBU Install 75' 1Ø 350 UD Secondary to WL43
Customer Install Secondary Pull Box

1-3" PVC Stub out
21 NBU Install 75kVA 1Ø 120/240 Trxfmr( B )

175' 1Ø 1/0 UD Primary Wire to WL24
45' 1Ø 350 UD Secondary to WL20
45' 1Ø 350 UD Secondary to WL22

Customer Install 2-3" PVC Stub outs
22 NBU Install 75' 1Ø 350 UD Secondary to WL42

Customer Install Secondary Pull Box
1-3" PVC Stub out

23 NBU Install 75' 1Ø 350 UD Secondary to WL41
Customer Install Secondary Pull Box

1-3" PVC Stub out
24 NBU Install 75kVA 1Ø 120/240 Trxfmr( B )

175' 1Ø 1/0 UD Primary Wire to WL27
45' 1Ø 350 UD Secondary to WL23
45' 1Ø 350 UD Secondary to WL25

Customer Install 2-3" PVC Stub outs
25 NBU Install 75' 1Ø 350 UD Secondary to WL40

Customer Install Secondary Pull Box
1-3" PVC Stub out

26 NBU Install 75' 1Ø 350 UD Secondary to WL39
Customer Install Secondary Pull Box

1-3" PVC Stub out
27 NBU Install 75kVA 1Ø 120/240 Trxfmr( B )

175' 1Ø 1/0 UD Primary Wire to WL30
45' 1Ø 350 UD Secondary to WL26
45' 1Ø 350 UD Secondary to WL28

Customer Install 2-3" PVC Stub outs
28 NBU Install 75' 1Ø 350 UD Secondary to WL38

Customer Install Secondary Pull Box
1-3" PVC Stub out

29 NBU Install 75' 1Ø 350 UD Secondary to WL37
Customer Install Secondary Pull Box

1-3" PVC Stub out
30 NBU Install 75kVA 1Ø 120/240 Trxfmr( B )

195' 1Ø 1/0 UD Primary Wire to WL34
45' 1Ø 350 UD Secondary to WL29
45' 1Ø 350 UD Secondary to WL31

Customer Install 2-3" PVC Stub outs
31 NBU Install 75' 1Ø 350 UD Secondary to WL36

85' 12-2 UD Wire to WL32
Customer Install Secondary Pull Box

1-3" PVC Stub out
1- 1 1/4" PVC Conduit to WL32

32 NBU Install Aluminum Street Light with
LED Fixture

33 Customer Install Secondary Pull Box
2-3" PVC Stub outs

34 NBU Install 75kVA 1Ø 120/240 Trxfmr( B )
260' 1Ø 1/0 UD Primary Wire to WL64

OPEN POINT
125' 1Ø 350 UD Secondary to WL33
95' 1Ø 350 UD Secondary to WL35

Customer Install 2-3" PVC Stub outs
35 Customer Install 2-3" PVC Stub outs
36 Customer Install Secondary Pull Box

2-3" PVC Stub outs
37 Customer Install Secondary Pull Box

2-3" PVC Stub outs
38 NBU Install Aluminum Street Light with

LED Fixture
Customer Install Secondary Pull Box

2-3" PVC Stub outs
1- 1 1/4" PVC Conduit

39 Customer Install Secondary Pull Box
2-3" PVC Stub outs

40 NBU Install 60' 12-2 UD Wire to WL133
Customer Install Secondary Pull Box

2-3" PVC Stub outs
1- 1 1/4" PVC Conduit

41 Customer Install Secondary Pull Box
2-3" PVC Stub outs

42 Customer Install Secondary Pull Box
2-3" PVC Stub outs

43 NBU Install Aluminum Street Light with
LED Fixture

Customer Install Secondary Pull Box
2-3" PVC Stub outs

1- 1 1/4" PVC Conduit
44 Customer Install Secondary Pull Box

2-3" PVC Stub outs
45 NBU Install 75' 12-2 UD Wire to WL46

Customer Install Secondary Pull Box
2-3" PVC Stub outs

1- 1 1/4" PVC Conduit
46 NBU Install Aluminum Street Light with

LED Fixture
47 NBU Install 75' 1Ø 350 UD Secondary to WL75

Customer Install Secondary Pull Box
1-3" PVC Stub out

48 NBU Install 75kVA 1Ø 120/240 Trxfmr( B )
175' 1Ø 1/0 UD Primary Wire to WL51

45' 1Ø 350 UD Secondary to WL47
45' 1Ø 350 UD Secondary to WL49

Customer Install 2-3" PVC Stub outs
49 NBU Install 75' 1Ø 350 UD Secondary to WL74

Customer Install Secondary Pull Box
1-3" PVC Stub out

50 NBU Install 75' 1Ø 350 UD Secondary to WL73
Customer Install Secondary Pull Box

1-3" PVC Stub out
51 NBU Install 75kVA 1Ø 120/240 Trxfmr( B )

175' 1Ø 1/0 UD Primary Wire to WL54
45' 1Ø 350 UD Secondary to WL50
45' 1Ø 350 UD Secondary to WL52

Customer Install 2-3" PVC Stub outs
52 NBU Install 75' 1Ø 350 UD Secondary to WL72

Customer Install Secondary Pull Box
1-3" PVC Stub out

53 NBU Install 75' 1Ø 350 UD Secondary to WL71
Customer Install Secondary Pull Box

1-3" PVC Stub out
54 NBU Install 75kVA 1Ø 120/240 Trxfmr( B )

175' 1Ø 1/0 UD Primary Wire to WL57
45' 1Ø 350 UD Secondary to WL53
45' 1Ø 350 UD Secondary to WL55

Customer Install 2-3" PVC Stub outs
55 NBU Install 75' 1Ø 350 UD Secondary to WL70

Customer Install Secondary Pull Box
1-3" PVC Stub out

56 NBU Install 75' 1Ø 350 UD Secondary to WL69
Customer Install Secondary Pull Box

1-3" PVC Stub out
57 NBU Install 75kVA 1Ø 120/240 Trxfmr( B )

175' 1Ø 1/0 UD Primary Wire to WL60
45' 1Ø 350 UD Secondary to WL56
45' 1Ø 350 UD Secondary to WL58

Customer Install 2-3" PVC Stub outs
58 NBU Install 75' 1Ø 350 UD Secondary to WL68

Customer Install Secondary Pull Box
1-3" PVC Stub out

59 NBU Install 75' 1Ø 350 UD Secondary to WL67
Customer Install Secondary Pull Box

1-3" PVC Stub out
60 NBU Install 75kVA 1Ø 120/240 Trxfmr( B )

175' 1Ø 1/0 UD Primary Wire to WL64
45' 1Ø 350 UD Secondary to WL59
45' 1Ø 350 UD Secondary to WL61

Customer Install 2-3" PVC Stub outs
61 NBU Install 75' 1Ø 350 UD Secondary to WL66

75' 12-2 UD Wire to WL62
Customer Install Secondary Pull Box

1-3" PVC Stub out
1- 1 1/4" PVC Conduit

62 NBU Install Aluminum Street Light with
LED Fixture

64 NBU Install 75kVA 1Ø 120/240 Trxfmr( B )
90' 1Ø 350 UD Secondary to WL63
90' 1Ø 350 UD Secondary to WL65

Customer Install 2-3" PVC Stub outs
65 Customer Install Secondary Pull Box

2-3" PVC Stub outs
66 Customer Install Secondary Pull Box

2-3" PVC Stub outs
67 Customer Install Secondary Pull Box

2-3" PVC Stub outs
68 NBU Install Aluminum Street Light with

LED Fixture
Customer Install Secondary Pull Box

2-3" PVC Stub outs
1- 1 1/4" PVC Conduit

69 Customer Install Secondary Pull Box
2-3" PVC Stub outs

70 NBU Install 60' 12-2 UD Wire to WL132
Customer Install Secondary Pull Box

2-3" PVC Stub outs
1- 1 1/4" PVC Conduit

71 Customer Install Secondary Pull Box
2-3" PVC Stub outs

72 Customer Install Secondary Pull Box
2-3" PVC Stub outs

73 NBU Install Aluminum Street Light with
LED Fixture

Customer Install Secondary Pull Box
2-3" PVC Stub outs

1- 1 1/4" PVC Conduit
74 Customer Install Secondary Pull Box

2-3" PVC Stub outs
75 NBU Install 75' 12-2 UD Wire to WL76

Customer Install Secondary Pull Box
2-3" PVC Stub outs

1- 1 1/4" PVC Conduit
76 NBU Install Aluminum Street Light with

LED Fixture
77 NBU Install 75' 1Ø 350 UD Secondary to WL66

Customer Install Secondary Pull Box
2-3" PVC Stub outs

78 NBU Install 75kVA 1Ø 120/240 Trxfmr( C )
175' 1Ø 1/0 UD Primary Wire to WL81

45' 1Ø 350 UD Secondary to WL77
45' 1Ø 350 UD Secondary to WL79

Customer Install 2-3" PVC Stub outs
79 NBU Install 75' 1Ø 350 UD Secondary to WL105

Customer Install Secondary Pull Box
2-3" PVC Stub outs

80 NBU Install 75' 1Ø 350 UD Secondary to WL104
Customer Install Secondary Pull Box

2-3" PVC Stub outs
81 NBU Install 75kVA 1Ø 120/240 Trxfmr( C )

175' 1Ø 1/0 UD Primary Wire to WL84
45' 1Ø 350 UD Secondary to WL80
45' 1Ø 350 UD Secondary to WL82

Customer Install 2-3" PVC Stub outs
82 NBU Install 75' 1Ø 350 UD Secondary to WL103

Customer Install Secondary Pull Box
2-3" PVC Stub outs

83 NBU Install 75' 1Ø 350 UD Secondary to WL102
Customer Install Secondary Pull Box

2-3" PVC Stub outs
84 NBU Install 75kVA 1Ø 120/240 Trxfmr( C )

175' 1Ø 1/0 UD Primary Wire to WL87
45' 1Ø 350 UD Secondary to WL83
45' 1Ø 350 UD Secondary to WL85

Customer Install 2-3" PVC Stub outs

85 NBU Install 75' 1Ø 350 UD Secondary to WL101
Customer Install Secondary Pull Box

2-3" PVC Stub outs
86 NBU Install 75' 1Ø 350 UD Secondary to WL100

Customer Install Secondary Pull Box
2-3" PVC Stub outs

87 NBU Install 75kVA 1Ø 120/240 Trxfmr( C )
175' 1Ø 1/0 UD Primary Wire to WL90

45' 1Ø 350 UD Secondary to WL86
45' 1Ø 350 UD Secondary to WL88

Customer Install 2-3" PVC Stub outs
88 NBU Install 75' 1Ø 350 UD Secondary to WL99

Customer Install Secondary Pull Box
2-3" PVC Stub outs

89 NBU Install 75' 1Ø 350 UD Secondary to WL98
Customer Install Secondary Pull Box

2-3" PVC Stub outs
90 NBU Install 75kVA 1Ø 120/240 Trxfmr( C )

160' 1Ø 1/0 UD Primary Wire to WL94
45' 1Ø 350 UD Secondary to WL89
45' 1Ø 350 UD Secondary to WL91

Customer Install 2-3" PVC Stub outs
91 NBU Install 75' 1Ø 350 UD Secondary to WL97

75' 12-2 UD Wire to WL92
Customer Install 1-3" PVC Stub out

1- 1 1/4" PVC Conduit
92 NBU Install Aluminum Street Light with

LED Fixture
93 Customer Install Secondary Pull Box

2-3" PVC Stub outs
94 NBU Install 75kVA 1Ø 120/240 Trxfmr( C )

168' 1Ø 1/0 UD Primary Wire to WL96
90' 1Ø 350 UD Secondary to WL93
85' 1Ø 350 UD Secondary to WL95

Customer Install 2-3" PVC Stub outs
95 Customer Install Secondary Pull Box

2-3" PVC Stub outs
96 NBU Install Connect to Existing Trxfmr of Unit 1
97 Customer Install Secondary Pull Box

2-3" PVC Stub outs
98 Customer Install Secondary Pull Box

2-3" PVC Stub outs
99 NBU Install Aluminum Street Light with

LED Fixture
Customer Install Secondary Pull Box

2-3" PVC Stub outs
1- 1 1/4" PVC Conduit

100 Customer Install Secondary Pull Box
2-3" PVC Stub outs

101 NBU Install 60' 12-2 UD Wire to WL131
Customer Install Secondary Pull Box

2-3" PVC Stub outs
1- 1 1/4" PVC Conduit

102 NBU Install Secondary Pull Box
2-3" PVC Stub outs

103 NBU Install Secondary Pull Box
2-3" PVC Stub outs

104 NBU Install Aluminum Street Light with
LED Fixture

Customer Install Secondary Pull Box
2-3" PVC Stub outs

1- 1 1/4" PVC Conduit
105 Customer Install Secondary Pull Box

2-3" PVC Stub outs
106 NBU Install 75' 12-2 UD Wire to WL107

Customer Install Secondary Pull Box
2-3" PVC Stub outs

1- 1 1/4" PVC Conduit
107 NBU Install Aluminum Street Light with

LED Fixture
108 Customer Install Secondary Pull Box

2-3" PVC Stub outs
109 Customer Install Secondary Pull Box

2-3" PVC Stub outs
110 NBU Install Aluminum Street Light with

LED Fixture
Customer Install Secondary Pull Box

2-3" PVC Stub outs
1- 1 1/4" PVC Conduit

111 Customer Install Secondary Pull Box
2-3" PVC Stub outs

112 Customer Install Secondary Pull Box
2-3" PVC Stub outs

113 NBU Install 75' 12-2 UD Wire to WL130
Customer Install Secondary Pull Box

2-3" PVC Stub outs
1- 1 1/4" PVC Conduit

114 Customer Install Secondary Pull Box
2-3" PVC Stub outs

115 NBU Install Aluminum Street Light with
LED Fixture

Customer Install Secondary Pull Box
2-3" PVC Stub outs

1- 1 1/4" PVC Conduit
116 NBU Install 175' 1Ø 1/0 UD Primary Wire to WL118
117 NBU Install 75' 1Ø 350 UD Secondary to WL115

Customer Install Secondary Pull Box
1-3" PVC Stub out

118 NBU Install 75kVA 1Ø 120/240 Trxfmr( C )
175' 1Ø 1/0 UD Primary Wire to WL121

45' 1Ø 350 UD Secondary to WL117
45' 1Ø 350 UD Secondary to WL119

Customer Install 2-3" PVC Stub outs
119 NBU Install 75' 1Ø 350 UD Secondary to WL114

Customer Install Secondary Pull Box
1-3" PVC Stub out

120 NBU Install 75' 1Ø 350 UD Secondary to WL113
Customer Install Secondary Pull Box

1-3" PVC Stub out
121 NBU Install 75kVA 1Ø 120/240 Trxfmr( C )

175' 1Ø 1/0 UD Primary Wire to WL124
45' 1Ø 350 UD Secondary to WL120
45' 1Ø 350 UD Secondary to WL122

Customer Install 2-3" PVC Stub outs
122 NBU Install 75' 1Ø 350 UD Secondary to WL112

Customer Install Secondary Pull Box
1-3" PVC Stub out

123 NBU Install 75' 1Ø 350 UD Secondary to WL111
Customer Install Secondary Pull Box

1-3" PVC Stub out
124 NBU Install 75kVA 1Ø 120/240 Trxfmr( C )

175' 1Ø 1/0 UD Primary Wire to WL127
45' 1Ø 350 UD Secondary to WL123
45' 1Ø 350 UD Secondary to WL125

Customer Install 2-3" PVC Stub outs
125 NBU Install 75' 1Ø 350 UD Secondary to WL110

Customer Install Secondary Pull Box
1-3" PVC Stub out

126 NBU Install 75' 1Ø 350 UD Secondary to WL109
Customer Install Secondary Pull Box

1-3" PVC Stub out
127 NBU Install 75kVA 1Ø 120/240 Trxfmr( C )

45' 1Ø 350 UD Secondary to WL126
45' 1Ø 350 UD Secondary to WL128

Customer Install 2-3" PVC Stub outs
128 NBU Install 75' 1Ø 350 UD Secondary to WL108

75' 12-2 UD Wire to WL129
Customer Install Secondary Pull Box

1-3" PVC Stub out
129 NBU Install Aluminum Street Light with

LED Fixture
130 NBU Install Aluminum Street Light with

LED Fixture
131 NBU Install Aluminum Street Light with

LED Fixture
132 NBU Install Aluminum Street Light with

LED Fixture
133 NBU Install Aluminum Street Light with

LED Fixture


