ENGINEERS

FJ PAPE-DAWSON

WATER AND SEWER LINE TEST REPORT

PROJECT NAME: Jungman Tract 2 GENERAL CONTRACTOR:

PD JOB NO.: 12405-02 UTILITY CONTRACTOR: V-K. Knowlton
SAWS JOB NO.: 22-1617 CONTRACT NO.:
PIPE TYPE: SIZE: 3,902' 8"
e | P [ St T o,
Time Psig Time Psig
9/19/23 J6toJ5 |8:17) 4 |8:22| 4 |Pass| Pass
9/19/23 J5 TOK1 |8:40| 4 8:45| 4 |Pass| Pass
9/19/23 L5toL6 [8:53| 4 |8:58| 4 |Pass| Pass
9/19/23 LStolL4 9:09 4 |9:14| 4 |Pass| Pass
9/19/23 L4to L3 |9:20) 4 |9:25| 4 |Pass| Pass
9/19/23 L3to L2 [9:37, 4 |9:42| 4 |Pass| Pass
9/19/23 M1 to N1 [10:02| 4 |10:05| 4 |Pass| Pass
9/19/23 M1 to M2 |10:13| 4 |10:18] 4 |Pass| Pass
9/19/23 M2 to M3 |10:32) 4 |10:37| 4 |Pass| Pass
9/19/23 M3 to M4 |10:51) 4 |10:56, 4 |Pass| Pass
. ~
i / / |
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Transportation | Water Resources | Land Development | Surveying | Environmental

telephone: 210-375-9000

San Antonio | Austin | Houston | Fort Worth | Dallas

address: 2000 NW LOOP 410 SAN ANTONIO, TX 78213

website: PAPE-DAWSON.COM

Texas Engineering Firm #470 Texas Surveying Firm #10028800
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